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1. EQUIPMENT INTERCONNECTION CONFIGURATION IS PRELIMINARY
AND IS SUBJECT TO CHANGE DURING DETAIL DESIGN.

2. EQUIPMENT QUALITY AND RATINGS ARE PRELIMINARY AND
SUBJECT TO CHANGE DURING DETAIL DESIGN.

3. THE NUMBER, SIZE AND NAMES OF INDIVIDUAL LOADS CONNECTED
TO LV SWITCHGEAR, AND MCC'S INCLUDING REQUIREMENTS FOR
SPARES, WILL BE DETERMINED DURING DETAIL DESIGN.

4. THE 230KV SUBSTATION HAS ADEQUATE PROVISIONS TO ACCEPT
AND TERMINATE CIRCUITS FROM POWER GENERATION EQUIPMENT
AS DEFINED ON THIS DRAWING. 230KV SUBSTATION PHASE
SEQUENCING AND PEAKING ORDER WILL BE DETERMINED DURING
DETAIL DESIGN.

5. CT GENERATOR BASE RATINGS SUBJECT TO CHANGE BASED UPON
INSTALLATION SITE AMBIENT TEMPERATURE, ELEVATION AND OTHER
DESIGN BASIS CONDITIONS. FOR ADDITIONAL INFORMATION, REFER
TO GENERAL ELECTRIC SPECIFICATIONS FOR 7EA COMBUSTION
TURBINE PACKAGE.
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